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IMPORTANT USER INFORMATION

NOTICE

The MTE Corporation dV/dT Filter is designed to reduce dv/dt and peak voltages to
motors fed from a wide variety of PWM inverters. The suitability of this filter for a
specific application must therefore be determined by the customer. In no event will
MTE Corporation assume responsibility or liability for any direct or consequential
damages resulting from the use or application of this filter. Nor will MTE Corporation
assume patent liability with respect to the use of information, circuits or equipment
described in this instruction manual.
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1. IMPORTANT SAFETY INFORMATION

YAV

WARNING

ONLY A QUALIFIED ELECTRICIAN CAN CARRY OUT THE ELECTRICAL
INSTALLATION OF THIS FILTER

A\

WARNING
High voltage is used in the operation of this filter. Use Extreme caution to avoid contact
with high voltage when operating, installing or repairing this filter. INJURY OR DEATH
MAY RESULT IF SAFETY PRECAUTIONS ARE NOT OBSERVED.

After removing power, allow at least five minutes to elapse and verify that the capacitors
have discharged to a safe level before contacting internal components. Connect a DC
voltmeter across the capacitor terminals. Start with the meter on the highest scale and
progressively switch to a lower scale as the indicated voltage falls below the maximum

value of the scale used.

WARNING
The opening of the branch circuit protective device may be an indication that a fault current has
been interrupted. To reduce the risk of fire or electrical shock, current-carrying parts and other
components of the filter should be examined and replaced if damaged.

A\

WARNING
An upstream disconnect/protection device must be used as required by the National Electrical
Code (NEC).
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1. IMPORTANT SAFETY INFORMATION

A\

WARNING
Even if the upstream disconnect/protection device is open, the inverter down stream of the filter
may feed back high voltage to the filter. The inverter safety instructions must be followed.
INJURY OR DEATH MAY RESULT IF THE INVERTER SAFETY PRECAUTIONS ARE

NOT OBSERVED.

WARNING

The filter must be grounded with a grounding conductor connected to all grounding terminals.

A

WARNING

Only spare parts obtained from MTE Corporation or an authorized MTE distributor can
be used.
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2.

INTRODUCTION

This manual was specifically developed to
assist in the installation, interconnection
and operation of the MTE Corporation
dVv/dT filter.

This manual is intended for use by
personnel experienced in the operation and
maintenance of inverters. Because of the
high voltages required by the filter, inverter
and the potential dangers presented by
rotating machinery, it is essential that all
personnel involved in the operation and
maintenance of this filter know and practice
the necessary safety precautions for this
type of equipment. Personnel should read
and understand the instructions contained
in this manual before installing, operating or
servicing the filter and inverter to which it is
connected.

Upon Receipt of this Filter:

The MTE dV/dT Filter has been subjected
to demanding factory tests before shipment.
Carefully inspect the shipping container for
damage that may have occurred in transit.
Then unpack the filter and carefully inspect
for any signs of damage. Save the shipping
container for future transport of the filter.

In the event of damage, please contact
and file a claim with the freight carrier
involved immediately.

Data subject to change without notice 3

If the equipment is not going to be put into
service upon receipt, cover and store the
filter in a clean, dry location. After storage,
ensure that the equipment is dry and that
no condensation has accumulated on the
internal components of the filter before

applying power.
Repair/Exchange Procedure

MTE Corporation requires a Returned
Material Authorization Number before it can
accept any filters that qualify for return or
repair. If problems or questions arise during
installation, setup, or operation of the filter,
please call us for assistance at:

Inside Sales Manager
Phone: 262-946-2800

FAX: 262-253-8222

Quick view:

Specification details: pg 4
Interconnection diagram: pg 24
Panel installations: pg 10 - 16
Enclosed installations: pg 17 - 23
Filter schematic / wiring: pg 30
Problem solutions: pg 32.

oA wWNE
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3. MODEL NUMBER CODES

Model Number Code System:

DVAXY ____ Yy
dVv/dT filter
Series Version: A, X Options
“X" denotes Non standard configurations
Mechanical Configuration

P = Panel Mount
G = General Purpose NEMA 1
W = NEMA 3R

Indicates Physical Size: |
A, B, C, D, (Ais smallest)

Current Rating
(i.e. 0045 is 45 Amps)

Data subject to change without notice 4 Part No. INSTR-019 REL. 110726 REV. 006



4. SPECIFICATIONS

SPECIFICATIONS

Ratings
Table 1

. 380 - 600 VAC, 60 Hz Filter

Filter ;
Ratings
Maximum Efficifency PéWRe;teDéséLpr?gr?tn
Output Amps| (Typical) .
RMS (%) (Typical)
(Watts)

3 88.47 313

4 91.20 309

7 94.52 325

9 95.57 334

12 96.53 345

17 97.46 354

22 97.95 369

27 98.13 411

35 98.47 436

45 98.90 402

55 99.03 429

65 99.19 423

80 99.32 440
110 99.46 476
130 99.47 554
160 99.55 574
200 99.63 593
250 99.69 623
305 99.71 703
365 99.68 947
415 99.71 972
515 99.76 985
600 99.80 977

Service Conditions for the above:

Full load 3 phase motor

2000 Hertz switching frequency
60 Hertz output frequency
1000 ft motor cable

25°C

Data subject to change without notice 5 Part No. INSTR-019 REL. 110726 REV. 006



4. SPECIFICATIONS

Series A dVv/dT Filters

Service Conditions
Input voltage: 380 — 600 VAC +/- 10%, 60Hz
Input voltage wave form: PWM
Switching Frequency: 900 Hz — 8 kHz
Operating frequency: 6 — 60 Hz without de-rating
Ambient Temperature: 50 °C Open filters, 40 °C Enclosed filters
Altitude without de-rating: 1000 meters
Relative Humidity: 0to 99% Non- condensing
Agency Approvals
UL and cUL listed to UL508 Type MX and CSA-C22.2 No 14-95

File E180243 (3 — 1000 HP, 120VAC through 600 VAC
50. 50/60, 60 Hz Three Phase

Note: Short Circuit rating not required under Exception No.1 of UL508A SB4.2.1 effective 4/25/06

Current Rating
Continuous current rating: 100% RMS
Intermittent current ratings: 150 % for 1 minute, 200 % for 10 sec.

Loading: Conventional 3 phase motors
“No load” continuous operation

Maximum motor lead length: 1000 feet

Insertion loss: 3% of rated voltage maximum

Audible noise level at two meters: 65 DB-A

Performance:

Maximum peak motor terminal voltage with 1000 ft cable 150% of bus voltage

Maximum dV/dT: 400 volts per microsecond

Data subject to change without notice 6 Part No. INSTR-019 REL. 110726 REV. 006



Te

4. SPECIF

ICATIONS

dV/dT Filter Performance
Chart 1

22 Amp dV/dt Overall Performance 30hp 480 Vac Motor
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4. SPECIFICATIONS

CURRENT DERATING FACTOR

Chart 2
Altitude Derating Curve
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Chart 3

dV/dt Filter Current Derating for Drive output Frequency
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4. SPECIFICATIONS

Unit weights
Table 2

Eilter Open NEMA 1 NEMA 3R

AMPS | cat PN. \If\g Fig. | CatPN. \If\g Fig.| CatPN. \Iﬁg Fig.
3 |[DVAP0003| 13 | 1 |DVAGA0003| 31 | 7 |DVAWAO0003| 75 | 8
4 |DVAPO004| 13 | 1 |DVAGAOOO4| 31 | 7 |DVAWAO004| 75 | 8
7 |DVAP0007| 14 | 1 |DVAGA0007| 32 | 7 |DVAWA0007| 76 | &
9 |DVAP0009| 14 | 1 |DVAGA0009| 32 | 7 |DVAWA0009| 76 | &
12 |DVAP0012| 14 | 1 |DVAGA0012| 32 | 7 |DVAWAQ012| 76 | &
17 |DVAP0017| 18 | 1 |DVAGAO0017| 36 | 7 |DVAWA0017| 80 | 8
22 |DVAP0022| 19 | 1 |DVAGA0022| 37 | 7 |DVAWA0022| 81 | 8
27 |DVAP0027| 22 | 2 |DVAGB0027| 68 | 9 |DVAWB0027 | 108 | 10
35 |DVAPOO35| 26 | 2 |DVAGB0035| 72 | 9 |DVAWBO0035 | 112 | 10
45 |DVAPO045| 32 | 2 |DVAGBO045| 78 | 9 |DVAWBO0045 | 118 | 10
55 |DVAPOOS5| 33 | 2 |DVAGBOOS5| 79 | 9 |DVAWBO0055 | 119 | 10
65 |DVAPOO65| 30 | 2 |DVAGBO065| 85 | 9 |DVAWBO0065 | 125 | 10
80 |DVAP0080| 52 | 3 |DVAGBO0080|143| 2 |DVAWCO0080| 137 | 10
110 |DVAPO110| 51 | 3 |DVAGB0110|142 | 9 |DVAWCO110| 142 | 10
130 |DVAPO130| 64 | 4 |DVAGCO130|229 | 11 |DVAWC0130| 235 | 11
160 |DVAPO160| 73 | 4 |DVAGCO160|238 | 11 | DVAWCO160| 244 | 11
200 |DVAP0200| 82 | 4 |DVAGC0200|247 | 11 | DVAWC0200 | 253 | 11
250 |DVAP0250 | 101 | 4 |DVAGCO0250|266 | 11 |DVAWCO0250 | 272 | 11
305 |DVAPO0305|106 | 4 |DVAGDO0305|271 | 11 |DVAWDO0305 | 277 | 11
365 |DVAPO365| 97 |alec| DVAGDO365 | 263 | 11 | DVAWDO0365 | 269 | 11
415 |DVAPO415 | 119 |A268| DVAGDO415 | 285 | 11 | DVAWDO0415 | 201 | 11
515 |DVAPO515 | 122 |A2e8| DVAGDO515 | 288 | 11 | DVAWDO515 | 204 | 11
600 |DVAPO600 | 111 |A2e8| DVAGDO600 | 277 | 11 | DVAWDO600 | 283 | 11
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5. INSTALLATION INSTRUCTIONS

Filter Installation
dv/dT filters are supplied in the following
mechanical configurations:

Panel mounted assemblies

Floor mounted general purpose NEMA 1
& 3R cabinets

Panel mounted filters are designed for
mounting in the vertical plane in the
customer’s enclosure. Include the power
dissipation of the filter along with all the
other components located in the panel to
determine the internal temperature rise and
cooling requirements of the enclosure. An
option NC temperature switch opens if the
reactor exceeds 180 °C. Allow a minimum
side clearance of four (4) inches and a
vertical clearance of six (6) inches for
proper heat dissipation and access within
the enclosure. Panel mounted dV/dT filters
generate heat and should be positioned
away from heat sensitive components.
Ensure that proper panel orientation is
maintained keeping the capacitors away
from reactor heat flow. Avoid locations
where the filter would be subjected to
excessive vibrations.

Figures 1 — 4 contain open panel outline
drawings for the various current ratings and
show proper panel alignment. For filters
above 305 amps refer to table 5 and Figure
A & B for the dimensions of the separately
mounted reactor and the PCB resistor
assembly. A pre-wired cable harness with
connector is supplied with these units. The
PCB resistor assembly should be located a
minimum of 4 inches away from the reactor
in the lowest temperature regions of the
enclosure — generally toward the bottom.
Connect the motor and inverter leads to the
reactor terminals to complete the filter
wiring. See figure 13 page 24.

Data subject to change without notice

10

General purpose NEMA 1,2 and 3R
enclosed filters are designed for floor
mounting in an environment suitable for the
enclosure type. Do not install in or near a
corrosive environment. Avoid locations
where the filter would be subjected to
excessive vibrations. Allow a minimum side
and back clearance of eight (8) inches and
front clearance of thirty-six (32 inches for
proper heat dissipation and access. Page
17 will direct you to the appropriate outline
drawings shown in fig. 5 through fig 10.

Part No. INSTR-019 REL. 110726 REV. 006



5. INSTALLATION INSTRUCTIONS

Panel installations
Open Panel 3 -22 Amps

Fig. 1
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5. INSTALLATION INSTRUCTIONS

Mechanical installation
Open Panel 27 — 65 Amps

Fig. 2
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5. INSTALLATION INSTRUCTIONS

Mechanical installation
Open Panel 80 — 110 Amps

Fig. 3
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